
BOTTOM FLANGE OF 
HYDRANT TO BE 
ABOVE GROUND A 
MINIMUM DISTANCE 
OF 2".

HYDRANT DETAIL WITH
VERTICAL BEND
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6" 1/8 BEND

BACKFILL TO
BE TAMPED

8" CONCRETE BLOCK
PROVIDE CONDUCTIVITY STRAP (TYP.)
MIN. 1/16"X3/4" WIDE FLAT COPPER STRIP

TIE ALL FITTINGS WITH MIN. OF TWO, 3/4"
DIAM. GALVANIZED RODS & MEGALUGS.

3'

5'

COARSE FILTER
AGGREGATE PER
MNDOT SPEC 3149.2.H.
COVER WITH MINIMUM
4 MIL THICKNESS
POLYETHYLENE.

CONCRETE THRUST
BLOCK

MEGALUGS
(TYP.)

PLATE NO.

STANDARD DETAILS

COTTAGE GROVE, MINNESOTA

HYDRANT FLAG AS SPECIFIED.
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